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o EG:zG ROCKY FLATS

EG&G ROCKY FLATS INC
ROCKY FLATS PLANT P O BOX 464 GOLDEN COLORADO 80402-0464 (303) 966 7000

August 24 1992 92 RF 9581

Terry A Vaeth
Manager
DOE RFO

Attn S R Grace
4

SHUTDOWNS OF THE OPERABLE UNIT NO 2 FIELD TREATABILITY UNIT EML 0569 92
Per your verbal request of August 6 1992 we are submitting information relative to recent
shutdowns of the Operable Unit No 2 (OU 2) Field Treatability Unit (FTU) Generator failures caused
several shutdown periods totalling approximately 13 hours
A defective bearing in the generator unit caused loose rheostat and field wires A rental generator
has been temporarily instalied the defective bearing removed and a new beanng was ordered to
facilitate repair  FTU operations have successfully continued as normal A summary of the shutdown
periods is as follows

July 25 1992 System down 6 hours to troubleshoot generator problems and repair

July 26 1992 System down 2 hours to repair rheostat wires

July 27 1992 System down 1 1/2 hours to repair rheostat and field wires

July 28 1992 System down 1/2 hour to repair field wire

July 30 1992 System down 3 hours to install rental generator

If you have any questions or require further information please contact D W Pontius at
extension 8616 or E A Dilié at extension 8684 both of Remediation Programs

L

E M Lee Director
Environmental Management
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